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FIRE PROTECTION ABBREVIATIONS
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CONSTRUCTION NOTES:X

SCALE:1
PARTIAL FIRST FLOOR FIRE PROTECTION PLAN - AREA A

1/8" = 1'-0"



3

4

5

8

2

1

6

7
1

2

FINANCE
A109

HR
A108

A. GM
A107

GM
A106

CONF B
A103

CONF A
A102

WORKSTATIONS
A112

CLOSET
A105

REC
A101

TRAIN OFF.
& STORAGE

A115

UNISEX
TOILET

A117

CORRIDOR
A3

WAITING AREA
A101A

VEST
A100

MOBILITY
CENTER

A120

OPS TRAINING
RM

A118

MAINT TRAINING
RM

A119

EXCERCISE
A142

MOBILITY OFF
A121

FLEX
A122

OPS SUPER
A128

SUPER
A129

SECURITY
A130

VESTIBULE
A131

PANTRY/
BREAK RM

A139

READY ROOM
A138

VESTIBULE
A141

FIXED ROUTE
DISPATCH

A137

PARATRANSIT
DISPATCH

A136

LINE MGRS
A140

FILE
STORAGE

A135

CUSTODIAL
A134

LOCKERS
A140

STORAGE
A123

IT
A127

IT OFFICE
A126

WORK AREA
A125

MENS
TOILET

A132

WOMENS
TOILET

A133

A133A

A133B

A132A

A132B

PAYROLL
A110

LOST &
FOUND

A104

ID/PHOTO
A113

MARKETING
A114

CORRIDOR
M14

CORRIDOR
A2

PLANNING
A111

CORRIDOR
A1

CORRIDOR
A4

CORRIDOR
A5

AISLE
M9B

PASSAGE
A6

CORRIDOR
A7

A SUPER
A124

UNISEX
TOILET

A116

6

6

6 66

6

6

6

6

6

6

6

6

36"

3

FIRE PUMP
ROOM
M135A

3

4

5

ML N PO

2.1

3.1

4.1

BYPASS LANE

4.2

5.1

6.1

7.2











 














  










F
IL

E
P

A
T

H
:

D
A

T
E

/T
IM

E
 P

R
IN

T
E

D
:

9
/2

4
/2

0
1

4
 7

:4
8

:4
3

 A
M

P
:\

4
4

4
5

0
5

 G
L

T
C

 O
M

 S
C

H
E

M
A

T
IC

 D
E

S
IG

N
\1

6
. 

C
A

D
\D

W
G

\F
IR

E
 P

R
O

T
\C

O
M

P
O

S
IT

E
\F

P
1

0
2















A B

CBC CRL

SCALE:1
PARTIAL FIRST FLOOR FIRE PROTECTION PLAN - AREA B

1/8" = 1'-0"

CONSTRUCTION NOTES:X

SCALE:2
FIRE PUMP ROOM ELEVATION

1/4" = 1'-0"

SCALE:3
FIRE PUMP ROOM 

1/4" = 1'-0"
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PIPE

HANGER ROD

TYPICAL PIPE SUPPORT DETAIL9 SCALE: NOT TO SCALE

PIPE SLEEVE THROUGH INTERIOR WALL-ABOVE GRADE8 SCALE: NOT TO SCALE

PIPE SLEEVE THROUGH EXTERIOR WALL-ABOVE GRADE7 SCALE: NOT TO SCALE

INSPECTOR'S TEST DRAIN DETAIL 2 SCALE: NOT TO SCALE

30"-48"
AFF

10 FIRE DEPARTMENT CONNECTION DETAIL

TYPICAL SEMI-RECESSED
PENDENT SPRINKLER RISER DETAIL3 SCALE: NOT TO SCALE

TYPICAL UPRIGHT SPRINKLER RISER DETAIL6 SCALE: NOT TO SCALE

TYPICAL CONCEALED
PENDENT SPRINKLER RISER DETAIL5 SCALE: NOT TO SCALE

TYPICAL ALARM CHECK WATER SERVICE DETAIL1 SCALE: NOT TO SCALE

FIRE & JOCKEY PUMP PIPING SCHEMATIC 11 SCALE: NOT TO SCALE

8'-0"

TYPICAL SIDEWALL SPRINKLER
PROTECTION BELOW GARAGE DOOR DETAIL4 SCALE: NOT TO SCALE
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